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SPECIMEN INDENTIFICATION- TEST TEN:
          Supplier:           NetWell Noise Control
           Model :

DIME Tiles
 Type :

Ceiling Tile with Backer


     Dimensions (W x H x D) :       
2’ x 2’  
          Weight :

34.8 lbs. total (0.73 PSF)


 Surface Area : 
4 ft²


    Total Surface Area Tested :
 48 ft² – consisting of 12 specimens
         Mounting Type : 
Type E-(16” Air-Space behind sample)
RESULTS - TEST TEN:

	Freq. (Hz)
	Abs.

Coefficient
	Uncertainty

%

	125
	0.22
	7.7

	250
	0.44
	3.3

	500
	0.85
	2.7

	1000
	0.95
	2.6

	2000
	0.97
	1.8

	4000
	0.95
	0.8




Noise Reduction Coefficient (NRC) = 0.80
                  Freq.  =  Octave band center frequency

Abs. Coefficient  =  Sound absorption coefficient (extended plane applications)

        Uncertainty  =  % uncertainty of the absorption coefficient for 95% confidence

